
Rhein-Ruhr Feuerstätten Prüfstelle . Im Lipperfeld 34 b ' 46047 Oberhausen
Testing laboratory according to Regulation (EU) Nr. 305/201 1, notified body No.: NB 1625

8 Testing, monitoring and certification body according to LBO, registered No.: NRW 15
Testing, monitoring and certification body in construction supervision licensing procedures
DIN CERTCO testing laboratory, registered No. PLI 39
Testing laboratory according to DIN EN ISO/IEC 1 7025:2005, DAkkS No. D-PL-1 7727-01 -00
The accreditation is only valid within the boundary of the certiücates annex.

ERRF
Rhein-Ruhr FeuerstäHen Prüfstelle

DAkkS
Deutsche
Akkrediüerungsstelle
DPL-1772741.00

Numero del certificato: RRF CA 1 8 4954

CERTIFICATO AMBIENTALE riferito a decreto legislativo 7 novembre 2017, n.
ENVIRONMENTAL CERTIFICA TE according to legislative decree 7 November 201 7, no. 186

Produttore / ManuEacturer;
LA NORDICA S.p.A

Via Summano, 104, IT-36030 Montecchio Precalcino (VI)

Tipo/ Type. FAMILY 4,5

Tipologia prodotto/
Product type:

Cucine a legna /
cocker for wood

Norma di riferimento /
Reference standard:

EN 1 281 5:2001/AI :2004/AC:2007

Rapporto di Prosa di riferimento /
Reference test report:

RRF-15 18 4954

Potenza termica nominale /
Nomina! heat output:

7,5 kW

Combustibile di prova/ Test fue/. Ciocchi di legna / wood /ogs

Classe soddisfatta / fu/#l/ed c/ass 4 stelle

Oberhausen, 3. agosto 201 8

ILuogo e data)

Seite l von l PB 1 281 5 V9 201 80423SM

Risultati apparecchio : Classi di prestazione / Perfom?a/7ce c/assen

.4pp//anceresu/fs; 1 5stelle 1 4stelle 1 3stelle 1 2stelle
t;Flj' ' ' ' ' ' ' ' ' ' ' ' ' }Ü;.;if ' ' ' ' ' ' 'ää ' ' ' ' ' ':' '' ' ''k'äi ' ' ' ' ' 'l' ' ' ' ' ' ':Ë'5Ö ' ' ' '' 'f''' ' ' '; äÖ' ' ' ' ' '1'' ' ''':7Ë
COTI) mg/m3: 58 l s35 l $70 1 s100 i $150hX''iF''''''''''';;.':;=;r'''''';'l' '''''l'''''';';xÄ'''''':'''''';';';x''''''f''''';xÄX'''''!''''''.;'ÄXÄ'''''NOxl) mg/m3: 114 : s100 : s160 : s200''''':'''''s'200
CO2) mg/m3: 1125 1 $650 1 $1250 1 $1500 i $2000
: 'ä' ' ' ' ' ' ' ' ' ' ' ' ' ' ' ' ''' ' 17f' ' ' ' ' ' 'ä:l' ' ' ' ' ' ' :''''' ' '= 'ä;' ' '' ' ' ':' ' '' ' ' ';';;' ' ' ' ''r ' ' ' ' ' '=' ;;' ' ' ' ' '1' ' ' '''R2) %l 81 : 285 : 277 : 275 : 275

1) Determinato applicando il metodo di misura della CENT'S 1 5883 (prEN 1651 0-1 :2013) /
)etermined applying the measurement method of the CEN/rS 15883 (prEN 16510-1:2013)

2) Determinato secondo la EN 12815:2001/A 1:2004/AC:2007
Determined according to EN 12815:2001/A 1:2004/AC:2007

Nora: tutti i valori di concentrazione calcolati al 13 % di O: /

Note: afi the concentration values are calculated at 13 % af O 2


